5. Your approved pump has a capacity of 125 gpm at a head of 230 ft. In the future, pump replacements of equal or lesser capacity will not require an additional permit from the Commission, but will require the submission of a Well Completion Report Part II by the licensed pump installer. If the pump replacement is greater than the existing pump, you will need to apply for a new pump installation permit.

6. The landowner shall cause the well operator to maintain the installed meter or other appropriate means for measuring and reporting withdrawals and water levels, and appropriate devices or means for measuring chlorides and temperature. These data shall be measured monthly and reported to the Commission on an annual basis, on forms provided by the Chairperson (attached), in accordance with §13-168-7, HAR.

7. The proposed use shall not adversely affect existing or future legal uses of water in the area, including any surface water or established instream flow standards. The authorization to drill a well and/or install a pump shall not constitute a determination of correlative water rights. The landowner and well operator are notified that the quantity of water taken from the well and/or the pump capacity could be reduced by the Commission in the future.

8. In the event that your installed pump is less than 70 gallons per minute, and no elevation survey has been completed, you may be required to do one in the future.

Because groundwater in Hawaii is a public trust, and adverse effects at one well may affect other water resources, any violation of the above conditions, or any other provision of the Hawaii Administrative Rules, may be subject to fines of up to $5,000/day. The Commission needs your help and asks that you to do your part in utilizing this shared resource. We prefer to work with you in meeting the goal of protecting our ground water resources together.

If you have any questions, please contact Charley Ice of the Commission staff at 587-0218 or toll-free at 984-2400 (Maui), extension 70218.

Sincerely,

KEN C. KAWAHARA, P.E.
Deputy Director

Cl:ss
Encl: Water Use Report Forms

c: Maui Department of Water Supply
Wailani Drilling, Inc.